In many countries, DR (Demand Response) has been developed for which customers are motivated to save electricity by themselves during peak time to prevent grand-scale blackouts. One of the common methods in DR, is CPP (Critical Peak Pricing). Predicting energy consumption is recognized as one of the tool for dealing with CPP. There are a variety of studies in developing the model of energy consumption, which is based on energy simulation, data-driven model or metamodelling. However, it is difficult for general users to use these models due to requirement of various sensing data and expertise. And it also takes long time to simulate the models. These limitations can be an obstacle for achieving CPP's purpose that encourages general users to manage their energy usage by themselves. As an alternative, this research suggests to use open data and GA (Genetic Algorithm)-SVR (Support Vector Regression). The model is applied to a hospital in Korea and 34,636 data sets (1 year) are collected while 31,756 (11 months) sets are used for training and 2880 sets (1 month) are used for validation. As a result, the performance of proposed model is 14.17% in CV (RMSE), which satisfies the Korea Energy Agency's and ASHRAE (American Society of Heating, Refrigerating and Air-Conditioning Engineers) error allowance range of ±30%, and ±20% respectively.
Introduction
Electric consumption is on the increase, which is turning out to be the woes of many countries. DR (Demand Response) has been introduced by which the customers in the electricity market are motivated to save electricity during peak time for preventing grand-scale blackouts from the unconscious use of electricity [1] [2] [3] . There are a host of different programs for DR, according to each country's policy [4] . One of the common methods is CPP (Critical Peak Pricing), which is to calculate electric charges based on the highest value of average electricity consumption during certain time gap [5] .
Predicting energy consumption is recognized as one of the tool for dealing with CPP. There are a variety of studies in developing the model of energy consumption [6] [7] [8] [9] [10] [11] [12] [13] [14] , which is based on energy simulation or data-driven model, and metamodeling. However, it is difficult for general user to use these models due to requirement of various sensing data and expertise. And it takes a long time to generate energy consumption model. This limitation can be an obstacle for achieving CPP's purpose that encourages general users to manage their energy usage by themselves.
Open data is big data managed by government and public institutions in various areas such as architecture, energy, traffic. According to countries, since policy of releasing open data is different, the empowerment of general users and type of open data vary [15, 16] . For example, the Korean government provides open data such as temperature, humidity, insolation, wind speed, sea level atmospheric pressure, typhoon, electricity consumption, subway ride statistics, and energy efficiency rating. Among these, some of data are required to be charged and approved from the person in charge.
As energy data related to energy consumption such as temperature and humidity shows nonlinear patterns, making good a model requires the best prediction method that is capable of recognizing the data [17] . SVR (Support Vector Regression) is a machine learning algorithm that learns nonlinear data to predict a dependent variable, which is the occurrence of over-fitting problems is lower and it displays greater prediction performance [18] [19] [20] . However, three parameters (ε, r, C) must be preset by users for improving SVR's performance [17, 21, 22] . GA is one of the searching algorithm to explore the optimal solution [21, 23] .
In this paper, the aim is to model energy consumption employing GA-SVR and open data from Korean government, and make sure this model can be used or not. If the proposed approach can be employed, by following this, not only Korean but also other general users that can gain open data from their government can implement energy consumption model without the difficulties (expensive sensor, professional expertise, and long simulation time) for responding to CPP.
Literature Review on the Necessity of Proposed Approach and Design for Model Based on Machine Learning

The Necessity of Electricity Consumption Prediction Considering CPP
Generally, DR programs can be divided into two primary categories: IBP (Incentive Based Programs) and PBP (Price-Based Programs). IBP, which consist of various programs such as direct load control programs and interruptible load programs, is to pay incentive based on participation of consumers to save electricity consumption. PBP, which is also divided into TOU (Time of Use), CPP (Critical Peak Pricing), EDP (Extreme Day Pricing) and RTP (Real Time Pricing), is to estimate prices of electricity according to time and amount of energy usage. In the case of CPP, its estimation of fee can bring about excessive charge. For example, in Korea, if the highest fifteen minutes average electricity consumption marked during this year's July amounts to 2000 kW and even if the record never again exceeds 2000 kW, the corresponding base charge is applied until the June of the following year. Therefore, consumers make strategies to avoid CPP by monitoring the value of prediction which is why, this program can bring about high electric bill.
Difficulties of User's Access in Using Existing Energy Consumption Model
Predicting energy consumption is recognized as one of the tool for dealing with CPP. The prediction of electricity consumption demands a wide range of data related to the consumption such as temperature sensor, heat flux sensor, and PMV (Predicted Mean Value) sensor.
Yang et al. [6] uses weather compressor power was on or off, water temperature entering the extension machine and the ice machine, water temperature exiting the ice machine, outdoor humidity and temperature, existence and the amount of coolant in the ice tank and the cooler electricity consumption. Platon et al. [7] selects outdoor temperature and humidity, boiler outlet temperature, boiler vent and electricity consumption as the relevant data. This research has attempted to use various sensing data related to electricity consumption. However, as consumers must bear the cost of installing sensors, it can be financial burden.
Kolter et al. [8] takes advantage of tax assessor records and a GIS(Geographic Information System) database, which is come from website of governments, Cambridge, and utility bills. Dong et al. [9] uses weather data such as temperature, humidity and global solar radiation, and utility bills. For using these models, since consumers type their energy usage in person, it may be considered time-consuming.
Another energy modeling method is to use energy simulation tools such as EnergyPlus [24] , ESP-r [25] , TRNSYS [26] , and DOE-2 [27] , which is a technique based on physic principle and mathematical equations. However, as using these simulation programs are required to type various inputs such as building archetypes, occupancy types and HVAC (Heating, Ventilation, and Airconditioning) information, this work is quite complex and needs to have expertise of energy [28] . To overcome these problems, many studies [10] [11] [12] try to simplify this modeling (e.g., researching representative of complex input). However, it is still difficult for general users to use this method.
Korolija et al. [13] uses building type, orientation, building fabrics, glazing ratio, glazing coating, overhang, day lighting internal source, and HVAC system for generating cooling and heating demand. And they apply regression analysis to the generated data for modeling energy consumption. Symonds et al. [14] uses built forms, wall types, location, epochs, and occupancy types. And SVR and ANN (Artificial Neural Network) are used as prediction methods. This methodology is called metamodeling, which is combined with energy simulation and machine learning. A disadvantage of these models is it takes long time to simulate energy consumption to be used as output of machine learning, due to usage of energy simulation, and it also needs to type professional information of building.
Therefore, since models mentioned above can be an obstacle for achieving CPP's purpose that encourages general users to manage their energy usage by themselves, a solution is required to take into account easily accessible modeling.
Open Data Policy and Use Cases in Many Fields
Big data means various data created quickly such as figure data, image data, text data [29, 30] . Although there has been big data for a long time in the world, due to a lack of technology for collecting, processing and analyzing data, it is difficult to utilize the big data. In these days, the development of high-performance hardware such as GPU (Graphic Processing Unit) and parallel processing technologies such as Hadoop [31] , MapReduce [32] enable big data to be processed more quickly by sharing computation of data. Open data is kinds of big data managed by government and public institutions in various areas such as architecture, energy, traffic. Currently, many countries afford the open data to the public as open source with guidelines for utilizing the data [15, 16] .
According to countries, since policy of releasing open data is different, the empowerment of general users and type of open data vary [15] . In the case of Denmark, the Building and Dwelling Register opened their address data to general users free of charge in 2005. Before this policy, fee of data usage was charged for access, making the data inaccessible [16] . In January 2011, the government of Slovakia introduced a regime of unprecedented openness, requiring that all documents related to public procurement containing receipts and contracts be published online, and making the validity of public contracts contingent on their publication. Open data from OS (Ordnance Survey) helps any the UK company that takes advantage of a map for development of real estate, urban planning. For using some of this data, general users need to purchase that. Business Atlas is a platform, which is developed by the MODA (Mayor's Office of Data Analytics) to share the market research information for shrinking the gap between small and large companies of New York. The tool helps small companies to access to gain high-quality data on the economic conditions in a given neighborhood to help decision-making to decide a new business space or expand their business [33] .
There are a variety of models using open data in a wide range of fields such as healthcare, property and weather. For example, Application "OneDome" affords assessments of real estates and rent using noise data in airports, crime data and accessibility to traffic provided [34] . A Company "Egg Moon Studio" developed a program to predict weather and provide information of observable stars, according to user's environment data such as humid, temperature and wind speed data [35] . "Climate Field View" is one of the applications made by a company "The Climate Corporation" to predict the damage of crops taking advantage of weather, soil and crops data [36] .
Literature Review on Energy Consumption Prediction Methods
If accuracy of prediction model of electricity consumption is inaccurate using open data, the use of this model is useless, thus, an approach to improve prediction accuracy must be designed. Since related data such as temperature and humidity has nonlinear patterns, the prediction method must be applicable for nonlinearity. As ARIMA (Autoregressive Integrated Moving Average) model, Fourier series and regression analysis are appropriate for linear data, these means of analysis are inadequate to expect high prediction level in forecasting electricity consumption [17] . On the other hand, machine learning is a method to analyze nonlinear patterned data. SVR, ANN, CBR (Case Based Reasoning) and DT (Decision-making Tree) all fall into the category of machine learning. Compared to other machine learning, SVR has less appearance of overfitting. This has been verified through studies from diverse fields covering prediction of electricity consumption, tourism demand, bankruptcy, wind speed, protein structural classes, stock markets, and financial time series [19, 20, 23, [37] [38] [39] [40] [41] .
SVR
SVR is a machine learning proposed by Vapnik [42] on the basis of structural risk minimization, minimizing the upper bound of generalization error, unlike other conventional algorithms based on empirical risk minimization [43] [44] [45] . Machine learning can commonly serve as classification, regression, and clustering. There are variety of performance evaluation methods and in case of SVR's generalization of regression, RMSE (Root Mean Square Error) can be mainly used for assessment of performance. As shown on (1), RMSE takes square of the difference between the reference model value and the predicted value of arbitrary case point sets and the greater the number of case sets are the higher the prediction model accuracy evaluation becomes. The result's proximity to 0 corresponds to the performance of the SVR:
The value of RMSE also can be used for one of the indicators to know the appearance of overfitting and underfitting, which are major problem to make low accuracy. While overfitting is to train data is excessively trained for only training model, underfitting is not well trained due to a lack of data. To solve both problems, enough data with good quality is supplied to train model. Also, it is difficult to decide the number of data for splitting appropriately the entire data into training data and validation data. If training data is set too small, insufficient data availability for modeling yields a model with low performance than its potential output. Oppositely, immoderate train data selection diminishes the credibility of the performance evaluation because the data for validation is scarce. Thus, generally train data and validation are divided into 80~90% and 10~20% respectively. The separation method for learning and validation data also poses another problem. The model can become biased if, by chance, training and validation data are selected in a way where the validation data gives a high performance. In this case cross-validation corrects such shortcoming. Crossvalidation repeats modeling and evaluating k -times, each time with different training and validation data division, where this is called k -fold Cross-Validation. Conventionally, k equals 5 [46] . SVR consists of two types; linear SVR and nonlinear SVR.
Linear SVR
When training data are paired with vector , and when the target value of , corresponding to a given input value is within the deviation of , a linear SVR regression can be defined as a problem finding ( ) in a range as narrow as possible (2) . Accordingly, while it does not allow deviation to be greater than , linear SVR discards the solutions within the deviation. Therefore, the goal is to achieve the flattest hyper plane most apt to the given data:
While the value of b in Equation (2) represents biases, corresponds to the slope of ( ). Thus, when is small, the slope lowers. To solve this equation, the Euclidean norm ‖ω‖ 2 has to be minimized, in which this problem can be regarded as a convex optimization problem (3):
s. t { − • − ≤ • + − ≤ As a solution to the problem, two slack variables , * are applied to newly derived optimization equations, where one is for when target value is below (4).
Among the elements of SVR, sets the threshold on the prediction error between target value and predicted value ' considering other influential data, it expands the permitted error range to enhance SVR's regression and generalization performance, augmenting the prediction model's accuracy. As ignores errors with a certain extent from the target value, when the slack variables , * are applied, data that are in − tube is omitted while the outer data errors are measured by the slack variables.
Also, due to the innate errors of the data, possible solution cannot be found. For a proper separation boundary layer to exist, an appropriate value of parameter C arranges the error data. While a large value of C levies greater penalty on errors which minimizes the errors to a level of low generalization, a diminutive value of C affects the errors with a small penalty leading to a high generalization level on the errors. Thus, selecting an adequate value of C can improve the performance of the generalization of SVR [47] .
Nonlinear SVR
In a case where data follows a nonlinear pattern as in Figure 1 , an additional dimension axis, with the introduction of kernel function, can separate the data from a single hyper-plane through an optimal separation plane. The kernel functions can be as simple as the square of the data or they can be a combination of other complex functions. Typical kernel functions are polynomial, radial and sigmoid types. However, RBF (Radial Basis Function) generally has superior effect on the generalization of SVR than others [48] . To use a kernel function, Lagrange function can be used in above objective function and constraint function of (4). Lagrange multipliers * , can be derived as shown in (5):
As a result, when (6) is solved, a regression function in the form of the following equation can be reached:
Here, ( , ) can be described into diverse forms of functions and if RBF function is chosen, ( , ) = exp − ‖ − ‖ 2 , > 0 can be utilized. As shown, while SVR can analyze nonlinear pattern data through kernel function, it is capable of mitigating overfitting phenomenon occurring in generalization through the application of C and . Nonetheless, despite the data in consideration being continuous, if the parameters are altered, the algorithm's performance will change also. In order to intensify its predicting ability, the parameters' optimum combination must be found [17, 21, 22 ].
GA
Grid Search, One Search, Cross Validation, Genetic Algorithm and Simulated Annealing are some of the ways to find the most suitable parameter combination. Among these, Since GA generates multiple values at the same time, it can arrive at the solutions quicker than other technique, with relatively lower chance of premature convergence and trials and errors [21, 23] .
GA selects the superior genes of the early generation and passes them down to the next generation and through crossover and mutation, it models an evolving process where the genes that adapt to the environment survive. The mechanism in obtaining the ideal parameter combination is shown in Figure 2 . First, (1) the information related to the value of interest such as the value's precision, the number of parameters, domain, selection of superior value, fitness function is input and then (2) initial population of solution is created randomly. (3) Fitness of each solution is assessed and if it satisfies the terminal criteria, the process ends. However, (5) if not, the process proceeds to the selection operator. These compose the arbitrary initial population. Then, the selection operator selects superior parental values for crossover where better genes are chosen by probability according to their suitability. Although there are many options to the operator, including roulette wheel choice and tournament selection, their common goal must be that superior genes have higher chance of selection. After the selection operator, crossover operator (6) takes place to pass down the chosen genes to the next generation without destroying their characteristics. (7) Mutation is process for searching wider solutions by changing or conserving original solutions. That probability of mutation is adjusted to user's input. Afterwards, selection, crossover and mutation are repeatedly processed until the population satisfies function assessment that the user set fitness.
Energy Consumption Model's Evaluation Methods
Many studies define standards of good prediction model. Fels et al. [49] mentions that CV (RMSE) of 7% above is recognized as "good" models. Reddy [50] suggests that CV (RMSE) of 5% below is seen as excellent models, 10% below of that is good models, and 20% below of that is regarded as mediocre models and in case of 20% above, it is considered to be poor models. ASHRAE Guideline 14-2002 [51] points out that value of CV (RMSE) is permitted until 20% at most as good baseline models. In the government of Korea, the allowance standard on prediction model as good models is in 30% of CV (RMSE)'s value. Table 1 is the list of public data provided by the government and related organizations for free. KEPCO (Korea Electronic Power Corporation) (total electricity consumption data by 15 min cycle), the National Weather Service (temperature, humidity, insolation, wind speed, sea level atmospheric pressure, and presence of typhoon), the Ministry of Land, Infrastructure and Transport (plottage, floor area, and electricity efficiency rating per building) offer data to the public in multiple formats such as JSON, CSV and XLS without charge. As the open data policy of Korean government, all data above can be used for free on (https://www.data.go.kr/), after agreement of each manager. In addition to the sources in the Table 1 , other diverse data are open to the public including water works analysis, microorganism, inorganic concentration data on water works purification plant, and budget by year. Also, each data provided from Korean government can be different depending on users and buildings. For example, while weather data collected during 20 years of the past can be collected in any place, in the case of electric consumption, buildings that introduce relatively a smart meter earlier have more that data. Beside, according to contract methods with government and users, ranges of data such as space and sector can be different. In some data, since Korea is a divided country, some of buildings cannot release open data. Variables used in existing research related to the prediction of electricity consumption are GDP (Gross Domestic Product), population, outdoor temperature, humidity, electricity consumption, insolation, the condition of compressor, temperature of water entering and leaving into the ice machine, existence and the amount of coolant in the ice tank, boiler outlet temperature, boiler vent and wind speed [6, 7, [52] [53] [54] [55] . Among these, outdoor temperature, humidity, wind speed and electricity consumption could be induced from the list of open data provided from Korea government. A site for applying this model is a hospital in Hanyang University, which is under an effect of CPP. Total floor area of this building is 39,888.8 m 2 with eighteen stories above ground and three below. And, this building's annual total energy consumption needs and are about 16,500 MWh and the number of staff is estimated at about 1780 staffs (doctors: 510, nurses: 550 other jobs: 720). The state of practice is 68,000 ambulatory cares and 234,000 hospitalizations on average every year.
Model Development Based on GA-SVR and Open Data
Data Selection
Properties of Data and Its Processing
The data on outdoor temperature and outdoor humidity are offered by minutes distinguished by each local constituency. As of the electricity consumption data, they cover each building by fifteen minutes unit. Among these, wind speed and humidity data, given in JSON format, are processed into CSV format in fifteen minutes unit, corresponding to the format of the electricity consumption data. Above mentioned earlier, to for using GA-SVR, enough data including input and output is required to train this model due to overfitting and underfitting. Therefore, in total 35,040 (1 year) cases of data consisting of outdoor temperature, outdoor humidity, wind speed and electricity consumption, training and validation data are defined as 80~90% and 10~20% respectively. However, 404 cases with missing or outlier data due to sensor errors were neglected to have 34,636 (1 year) appropriate cases. Then, they were divided into 31,756 training data sets (case 1~case 31,756) (about 11 months) and 2880 validation data sets (case 31,757~case 34,636) (about 1 month) ( Table 2) . 
Model Generation Using Open Data and GA-SVR
Since it is difficult for general users to understand the theory GA-SVR, "R", which is one of the free coding programs, is used for employing libraries. "R" provides many libraries such as ANN, SVR and DT, which is perfectly coded from the worldwide experts. In this research, for using SVR, the library of "e1071" is used and in the case of GA, the library name is "GA". To combine GA and SVR, the objective function in GA is to find , and of SVR to make the lowest value of RMSE.
For training model, (1) SVR's three parameters , , ′s initial values were each set as 1 × 10 −3 , 1 × 10 −2 and 1 × 10 −4 , while their maximum values were each bound to 1.7, 2 and 200 respectively. Also, initial value population of 500 values, 5000 generations, chance of superior value selection being 0.1, crossover probability of 0.8, 0.1 mutation rate configures the algorithm. The fitness function is cross validation based, where its RMSE value is the smallest. (2) On this basis, 500 arbitrary populations are formed and (3) each of these value population is utilized as trained SVR models' parameters. (4) Subsequently, these models are evaluated by CV (RMSE) fitness function assessment and if satisfied, the process terminates. If not, (6) the selection operator is executed by roulette wheel method. Then, GA generates a new generation of values through (7) crossover operator and (8) mutation process so that the population equals 500, amounting to the number of the older generation. On 31,756 training data, the described procedure of selection, crossover and mutation is reiterated to the point where the parameters allowing the minimal CV(RMSE) value are acquired. This process is repeated until the SVR model can have the lowest value of CV (RMES) (Figure 3) . 
Applicability of Model Using Open Data and GA-SVR
The model is built on Intel ® Core™ i7-7820HK CPU@2.90 GHz, RAM 32.0 GB, and NVIDIA GeForce GTX 1080. Although GPU could be applied by employing this computer used to reduce computation time, it is not used. Since GA finds all parameters available for recognizing input (temperature, humidity and wind speed) and output (energy consumption) in training data, it takes 3 h in computation time at first. And the generated model could gain the predicted value immediately when inputs are typed in validation data. Unlike the approaches based simulation, this is one of the advantages in using machine learning approach [28] .
GA could find three parameter values = 29.422, = 0.0997, and = 0.015 that make RMSE value of 82.01 when applied to the 2880 validation data (case31758~case34636).
The average of error rate (11.62%) shown on Table 3 is computed by dividing the absolute value of difference between the prediction values and the actual values by the actual value. The value of CV (RMSE) (14.17%) is calculated by dividing RMSE (82.01) by the average actual value (578.88 Kw) with converting it into percentage, which is well within the error allowance of ±30%. Table 4 shows the difference in accuracy between the proposed model and other research's models. In this comparison, it is assumed that the best prediction methods are applied in each model for their own dataset given that machine learning is black-box model. It means that it is difficult to decide the best prediction method with its parameters. In this research, unlike the research above, three parameters of SVR are selected using GA given that general users may have no deep knowledge about energy consumption and machine learning. Firstly, despite the fact that the proposed model, Platon et al. [7] and Bagnasco et al. [56] collect data during the same year, the latter two are better in accuracy. One of these reasons is due to a lack of open data quality. Some studies related to open data policy also point out this limitation in using open data [15, 33] . In the case of Jain et al. [57] and Li et al. [58] , although they take advantage of sensing data installed in their building in person, their accuracy is lower than the proposed model. This is because machine learning such as SVR, ANN, and DT requires users to collect enough train data to model. In the real world, it is difficult to collect enough train data. Edwards et al. [59] uses the greatest number of sensors, which is 140 sensors. However, the results refer to just 24.32% in ANN and 21.32% in SVR due to insufficient number of data to be trained for the model. Machine learning`s another name is data-driven model, which require a lot of train data. When compared to the proposed model and the model that reduces the number of train data of proposed model by half, its accuracy decrease to 43.26%. For using open data, general users do not need to collect and install sensor since governments already store a variety of data. In addition, although a lot of sensors are installed and its quality is good, if the number of sensing data is not enough to train model, it is difficult to generate appropriate energy consumption model. The reason is that the number of data has huge effects on performance of machine learning. There is no doubt that when compared to other models using sensing data, the proposed model's accuracy is lower than those. However, for general users, it is easy to collect this open data and by using GA-SVR, professional expertise is not relatively required unlike using energy simulation. Moreover, the proposed model employing open data and GA-SVR can be used, since the value of CV (RMSE) satisfies the Korea Energy Agency's and ASHRAE error allowance range of ±30%, and ±20% respectively. 
Conclusions
Energy prediction model is recognized as an alternative for dealing with CPP. For using some model such as model based on energy simulation and metamodeling, general users need professional knowledge, and in the case of data-driven model, it is required to collect sensing data in person. An aim of this research is to suggest an easily accessible model for general users and make sure whether this model can be used or not. Open data of hospital provided from Korean government is just used as one of the case among many buildings to guide general users in the world for modelling energy consumption. In addition, this research introduces GA-SVR that takes account of nonlinear patterned data to improve its prediction accuracy with selecting the parameters. As a result, the proposed model's accuracy is 14.17% in CV (RMSE), which satisfies the Korea Energy Agency's error allowance range and ASHRAE error allowance range of ±30%, and ±20% respectively. Thus, they can use this proposed approach after making sure their country's policy and data.
It is clear that the proposed model's accuracy is lower than other models that collect enough sensing data to be trained. This is because open data quality is not better than sensing data installed in each building. However, it is difficult to secure enough good data to train model in the real world and it is time-consuming and expensive. There are some limitations and specifications for employing the proposed approach. First, since the number and quality of open data provided rely on each government's policies and technologies, in some country, it can be difficult to predict other level's consumption such as sector, and zone and to secure enough data. In addition, it is not guaranteed that GA-SVR can achieve the high performance of accuracy in other buildings. The reason is that machine learning approach is the heuristic approach in selecting parameters. Therefore, in the future research, review of best prediction method and their parameters in certain specification is needed for general users.
This research contribution is to consider viewpoint of general users and suggest new energy consumption model using open data and GA-SVR to encourage general users for dealing with CPP. According to each country's open data policy, types, formats, frequency, and number of open data are different. Therefore, if some countries provide better quality data and enough data to be trained when compared to the case of Korea, the model using open data and GA-SVR is much better than a case in Korea.
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